




Preliminary Zoning and Variance  6/04/07 

 

Cobb County Fire and Emergency Services 
 
Applicant Name: Donald Hearing 
Petition Number: V-82 
Date: 6.23.2008 

Fire Marshal Comments  
 

 
Fire Apparatus Access Road 
 
All access roads shall have an all weather driving surface capable of supporting 75,000 pounds 
with an unobstructed width of not less than 20 feet, 25 feet inside turning radius, 50 foot outside 
turning radius and unobstructed vertical clearance of not less than 13 feet 6 inches.    
    
Access road shall extend to within 150-feet of all portions of the facility or any portion of the 
exterior wall of the first floor. 
 
Dead-end access roads in excess of 150-feet shall be provided with a turn-around by one of the 
following methods:  

    
Residential subdivision: Cul-de-sac with an island – minimum 60 foot radius to outside curb, 
measured to inside of curb, minimum lane width 24 feet or Cul-de-sac without an island – 38 
foot outside radius or Hammerhead turn-around – total of 110 feet needed (45 feet + 20 foot 
wide roadway + 45 feet). 
 
Driveway access to a single family home must be 10 feet wide. A hammer head turnaround or 
cul-de-sac is required when a driveway exceeds 1000 feet. (See requirements for dimensions 
under residential subdivision). 
 
Fire Hydrant 

Residential: Fire hydrant within 500 feet of structure. 
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planning purposes only. It is not meant
to be a legal description.
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